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Dear Customer,
Thank you for wanting to learn about a product Aermec. This product is the result 
of many years of experience and in-depth engineering research, and it is built 
using top quality materials and advanced technologies.
The manual you are about to read is meant to present the product and help you 
select the unit that best meets the needs of your system.
WARNING: personnel who possess the necessary skills according to state, national 
and local regulations in force must choose and size the machine
Aermec Aermec, always attentive to the continuous changes in the market and 
its regulations, reserves the right to make all the changes deemed necessary for 
improving the product, including technical data.
Thank you again.

Aermec S.p.A.



COMPANY CERTIFICATIONS
 

 

 
SAFETY CERTIFICATIONS

 

This mark indicates that the disposal of this product must strictly follow the national and local laws in force.

All specifications are subject to change without prior notice. Although every effort has been made to ensure accuracy, Aermec shall not be held liable for any errors or 
omissions.
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1   GENERAL WARNINGS

 INTRODUCTION

The unit you have purchased is a complex machine. During installation, operation, 
maintenance and repair, people and property can be exposed to risks caused by 
certain conditions or components such as, but not limited to, refrigerant gas, oils, 
moving parts, pressures, sources of heat, electrical voltage.
This manual provides information about the standard functions and procedures of 
all units in the series and is an important support document for qualified personnel, 
but does not replace them.

Before proceeding with the installation and start-up of the unit, careful-
ly read this manual and all of its notes marked with the following sym-
bols, which indicate the various levels of hazard or situations that are 
potentially hazardous to prevent malfunctioning or physical damage to 
property or personal injury:

HAZARD indicates a situation of imminent danger: if it is not observed, 
it can cause death or serious injuries, it is mandatory to carefully follow the 
listed measures.

WARNINGS indicate a potentially dangerous situation: which if not 
avoided could cause serious or fatal injuries. Pay close attention while 
working

WARNING indicates a potentially dangerous situation that, if not 
avoided, could lead to slight or moderate injuries or damage to prop-
erty

INFORMATION this points out that a potentially harmful situation 
could occur that, if not avoided, could cause property damage

IMPORTANT additional information on how to use the product

The manual contains important indications for commissioning the unit as well as 
fundamental instructions in order to prevent personal injuries or damage to the 
machine during its operation. Finally, to also guarantee that it will operate perfectly, 
maintenance instructions are provided.
The unit must be installed by specialised technicians in compliance with current 
laws in the country of installation. The unit must also be started up by authorised 
and trained personnel, and all activities must be carried out in compliance with and 
in observance of all the local standards and laws, and all work on the system must 
be performed in a workmanlike manner.

Even though our unit is equipped with numerous safety and protec-
tion devices and has been tested in the factory, maximum attention 
must be paid when working on it, observing the precautions against 
residual risks.

 GENERAL WARNINGS

ATTENTION:

— The machine must be transported in compliance with the laws in force in the 
country of destination, considering the characteristics of the fluids it contains 
and their characterisation. Incorrect transport could cause machine damage, 
which would also generate refrigerant leaks. Before the first start-up, it is neces-
sary to search for any leaks using suitable personal protective equipment;

— When the product is received, check the condition and completeness of the 
supply and, if it does not match what was ordered, contact the agency that sold 
the equipment;

— The product is intended to be used for the purpose indicated by Aermec and for 
which it was expressly designed. Aermec shall not be contractually or non-con-
tractually liable for any damage to people, animals or objects, installation, ad-
justment and maintenance errors or incorrect use;

— During installation and/or maintenance operations, remember that they must 
be performed by qualified and prepared personnel and it is require to wear 
protective devices (gloves, eye protection, helmet, …) that are suitable for the 
operations to be performed: do not wear clothing or accessories that can get 
caught or be sucked in by the air flows; collect and tie up hair before accessing 
the inside of the unit, Aermec shall not be held liable for the failure to observe 
the safety and accident prevention regulations in force;

   

Personal protective 
equipment (PPE) 

(1)
Operations

Handling Installation and/or 
maintenance Welding or brazing

Safety gloves, 
helmet, goggles, 
safety footwear, 
protective garments.

• • •

Earmuffs • •

(1) It is recommended to follow the instructions in EN 378-3.
— Observe the laws in force in the country of unit installation that concern use and 

disposal of the packaging, the products used for cleaning and maintenance, 
and for managing the end of the unit's service life;

— Repair and maintenance work must be performed by Aermec Technical Service. 
Do not modify or tamper with the unit as dangerous situations may be created 
and the equipment manufacturer will not be liable for any damage caused;

— In the case of abnormal operation, or if liquids leak, move the main switch for 
the system to "off" and close the interception taps. Call the local AermecTechni-
cal Service and do not work on the equipment personally;

— The unit must be installed in structures that are protected against atmospheric 
discharges, as required by applicable laws and technical standards;

— The equipment contain refrigerant gas: proceed carefully to prevent damaging 
the gas circuit or the finned coil;

— Based on EU regulation 517/2014 concerning certain fluorinated greenhouse 
gases, it is mandatory to indicate the total quantity of refrigerant contained in 
the installed system. This value is indicated on the rating plate on the unit;

— This unit contains fluorinated greenhouse gases covered by the Kyoto Proto-
col. Maintenance and disposal operations must be only carried out by qualified 
personnel;

— This manual is an integral part of the unit and as a result it must be stored care-
fully and must always accompany it, even if transferred to another owner or 
user, or if transferred to another plant. If damaged or lost, a copy can be down-
loaded from our website www.aermec.com

— The overall fire risk assessment at the place of installation (i.e. fire load calcula-
tion) is the responsibility of the user.

— Perform the plant connections following the indications provided in this man-
ual.

IT IS FORBIDDEN TO:

— It is not permitted to walk on the machine or to place other items on it: no part 
of the unit may be used as a walkway or support for goods or people. Periodical-
ly check and repair or, if necessary, replace any component or pipe that shows 
signs of damage. Use a platform, or suitable scaffolding to work at higher levels;

— Remove the protections from mobile elements while the unit is running;
— Touch the moving parts, stand between them or insert pointed objects through 

the grids.
— Any technical intervention or cleaning operation before having disconnected 

the appliance from the mains electric power supply: by positioning the system 
master switch and the main device switch at "OFF".

— Modify the safety or regulation devices. The devices must be replaced by the 
After-sales Technical Service Aermec, using only original components.

— Pull, detach or twist the electrical cables coming out of the unit even if it is dis-
connected from the mains electric power supply;

— To dispose of the packaging material in the environment or leave it within reach 
of children: as it may be a potential source of danger. Therefore it must be dis-
posed of according to what is defined by current laws.

 ESSENTIAL SAFETY RULES

Any technical intervention must be performed by qualified and author-
ised personnel. The personnel performing the work must have been 
trained and be familiar with this type of product and its installation.

The machine must only be employed for the use for which it was made; any other 
use can be dangerous and void the warranty;

It is not permitted to walk on the machine or to place other items on it. No part 
of the unit may be used as a walkway or support for goods or people. Periodically 
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check and repair or, if necessary, replace any component or pipe that shows signs of 
damage. Use a platform, or suitable scaffolding to work at higher levels.

All the precautions concerning the handling of refrigerant must be observed in ac-
cordance with current regulations.

The overall fire risk assessment at the place of installation (i.e. fire load calculation) 
is the responsibility of the user;

Keep fire estinguishers near the machine suitable for putting out fires on electrical 
equipment and, for lubricant oil of the compressor and the refrigerant;

 PRECAUTIONS CONCERNING THE HYDRAULIC CIRCUIT

Perform the plant connections following the indications provided in the manual:
— It is necessary to install a water filter and a flow switch on the heat ex-

changers, otherwise the warranty shall be void;
— During commissioning, it is mandatory to carry out a seal test on the air 

of the hydraulic circuit (minimum pressure 36.3 psi and a search for leak-
ages on every joint - e.g. using leak detector foam or soap + water) before 
filling it with glycol. This is to avoid the need for corrections due to leaks 
caused, for example, during the transportation/handling stage (even 
though the circuit is tested before leaving the Aermec factory);

— Do not bend or strike pipes containing pressurised fluids. Do not exceed the 
maximum permissible pressure (PS) of the unit's water circuit;

— Before removing elements along the pressurised water circuits, intercept the 
concerned section of pipe and release the fluid gradually until the pressure is 
balanced with the atmospheric pressure;

— Even with the unit off, prevent the fluid in contact with the heat exchangers 
exceed the temperature limits indicated in the documentation and freeze;

— Do not send liquids to the heat exchangers other than water or its mixtures 
with ethylene/propylene glycol in concentrations above what is indicated in the 
technical documentation;

 PRECAUTIONS CONCERNING THE ELECTRICAL CIRCUIT

— Perform the plant connections following the indications provided in this man-
ual;

— Do not use cables with inadequate section or flying connections, not even for 
limited periods or emergencies;

— Check the unit is properly earthed before starting it;
— Before opening the electrical panel, disconnect the unit from the mains by 

means of the external isolator;
— In case of units with shunt capacitors, wait 3 minutes from when power supply 

was disconnected from the unit before accessing inside the electrical panel;
— If the unit has components such as integrated inverters, disconnect the power 

supply and wait at least 15 minutes before accessing it for maintenance opera-
tions: the internal components remain energised for this period, generating the 
risk of electrocution;

— The safety devices must be maintained efficient and periodically checked as 
prescribed by current regulations;

 PRECAUTIONS CONCERNING THE COOLING CIRCUIT

— The overall fire risk assessment at the place of installation (i.e. fire load calcula-
tion) is the responsibility of the user;

— Keep fire estinguishers near the machine suitable for putting out fires on elec-
trical equipment and, for lubricant oil of the compressor and the refrigerant;

— The unit contains pressurised refrigerant gas: no operation may be performed 
on pressurised equipment except during maintenance, which must be per-
formed by skilled and qualified personnel;

— Perform brazing or welding only on empty pipes and clear of any lubricating 
oil residues; do not near flames or other heat sources to the pipes containing 
refrigerant fluid;

— Do not work with naked flames near the unit;
— In order to avoid an environmental risk, make sure that any fluid leaks are recov-

ered in suitable devices in compliance with local regulations;
— Do not use your hands to control any refrigerant leaks;
— An accidental release of refrigerant may cause risk of suffocation due to a lack of 

oxygen: install the machine in a well ventilated environment in accordance with 
EN 378-3 and local regulations currently in force. Those who come into contact 
with the machine must be equipped with a leak detector that is calibrated and 
validated to reveal any used refrigerant leaks.

— The unit is fitted out with overpressure relief devices (safety valves): in the event 
that these devices start, the refrigerant gas is released at high temperature and 
high velocity. Prevent the gas flow from harming people or things;

— Install the unit at a distance enough from the exhaust wells;
— Keep all lubricants in properly marked containers. Do not keep flammable liq-

uids near the plant;

 PREVENTIONS

— Make sure that the protections of mobile elements are correctly in place before 
restarting the unit;

— Fans, motors and belt drives may be in motion: always wait for them to stop and 
take appropriate precautions to prevent their activation before accessing them;

— The machine and the pipes have very hot and very cold surfaces that lead to 
risk of burns;

— Before opening a machine panel, ascertain whether it is or not firmly connected 
to it by hinges;

— Louvers of the heat exchangers, edges of the components and metal panels 
can generate cuts;

— The installation must ensure that the temperature of the fluid entering the unit 
is maintained stable and within the provided limits; therefore, pay attention to 
the adjustment of any external thermal exchange and control devices (drycool-
er, evaporating towers, area valves, ...), to the adequate dimensioning of the 
mass of fluid circulating in the plant (in particular when plant areas are exclud-
ed) and to install systems for the recirculation of the necessary fluid flow rate so 
as to maintain the machine temperatures within the allowed limits (e.g. during 
the start-up phase);

— The material used for the machine protective packaging must always be kept 
out of the reach of children as it is a source of danger;

— In units with compressors in parallel, do not disable the individual compressors 
for long periods;

— As this unit is intended only for installation outdoors and in an area with autho-
rised access only, there are no load limits.

 WARNINGS

The unit has the following safety labels to indicate the potential risks (placed on 
potentially hazardous parts or close to them).

Electricity 
Warning: 

Sharp element 
Warning: Warning: 

Moving parts
Warning: 

Hot surface 

 

Check periodically that the safety labels are in the correct position on the machine, 
and replace them if necessary.
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2   SELECTION CRITERIA OF THE HEAT EXCHANGERS ACCORDING TO THE PLACE OF INSTALLATION OF 
THE UNIT

The guide provides advice for applications. Although recommendations 
are given, all the details about the real world application of our prod-
ucts cannot be fully covered in this document.

For these reasons, this section contains the basic warnings and precau-
tions to be taken into account in general, it being understood that:
— The final choice of the type of exchanger according to the place of instal-

lation is left to the client (or to the professional appointed by him).
— In any case, it is recommended to wash the coils with adequate frequency 

(a maximum time interval of three months is recommended, shorter in 
conditions of particularly dirty and aggressive atmospheres) to preserve 
their condition and ensure the proper functioning of the unit.

Potentially corrosive outdoor environments include areas near coasts, industrial 
sites, densely populated urban areas, certain rural areas or a combination of these 
environments. Other factors, including the presence of effluent gas, sewage vents 
or open sewage systems and the exhaust of diesel engines can all be harmful for 
the microchannel coil.
The purpose of this application guide is to provide general information on the 
mechanisms of corrosion and corrosive environments.

 SEA COAST ENVIRONMENTS

Coastal or marine environments are characterized by the abundance of sodium 
chloride (salt) which is carried by sea spray, mist, or fog. Most importantly, this salt 
water can be carried more than several miles by ocean breezes and tidal currents. 
It's not uncommon to experience salt-water contamination as far as 6.2 mi from 
the coast. 
For this reason, it may be necessary to protect the exchangers from electrolytes 
of marine origin through the appropriate choice of materials and / or appropriate 
protective treatment.

 INDUSTRIAL ENVIRONMENTS

Industrial applications are associated with several different conditions that can po-
tentially produce a variety of atmospheric emissions. 
Contaminants from sulphur and nitrogen oxides are most often linked to high-den-
sity urban environments.  The combustion of coal oils and fuel oils releases sulphur 
oxides (SO2, SO3) and nitrogen oxides (NOx) into the atmosphere. These gases ac-
cumulate in the atmosphere and return to the ground as acid rain or low pH dew. 
Industrial emissions are not only potentially corrosive: many industrial dust parti-
cles can be loaded with harmful components such as metal oxides, chlorides, sul-
phates, sulfuric acid, carbon and carbon compounds.  
In the presence of oxygen, water or high humidity environments, these particles 
can be extremely corrosive and in several forms, including general and localised 
corrosion, such as pitting and anthill.

 MIX OF SEASIDE AND INDUSTRIAL ENVIRONMENTS

Sea mist loaded with salt, associated with the harmful emissions of an industrial 
environment, poses a serious risk.
The combined effects of the salt loaded mist and in-dustrial emissions accelerate 
corrosion.
Within the manufacturing plants, corrosive gas may result from the processing of 
chemicals or by the typical industrial processes used in manufacturing.
Potential sources of risk to be considered are open sewage systems, exhaust vents, 
diesel engine exhaust, emissions from heavy traffic, landfills, aircraft and ocean-go-

ing ship engine exhaust, industrial production, chemical treatment facilities (cool-
ing towers in the vicinity) and fossil fuel power plants.

 URBAN ENVIRONMENTS

Densely populated areas generally have high levels of emissions of motor vehicles 
and increases in duel use for heating buildings.
Both conditions elevate sulfur oxide (SOx) and nitrogen oxide (NOx) concentrations.
Corrosive atmospheres may even occur in some closed areas, such as facilities with 
swimming pools and water treatment systems.
It is advisable to pay particular attention to the positioning of the units if it occurs 
in the immediate vicinity of these places, and to avoid that they are installed in the 
vicinity of outlets for the expulsion of air coming from them, or in any case exposed 
to such atmospheres.
Corrosion severity in this environment is a function of the pollution levels, which in 
turn depend on several factors including population density in the area.
Any equipment installed in locations immediately adjacent to diesel engine ex-
hausts, incinerator flues, fuel-fired boiler flues, or areas exposed to fossil fuel emis-
sions shall be considered subject to the same measures as an industrial application.

 RURAL ENVIRONMENTS

Rural environments may contain high levels of pollution from ammonia and nitro-
gen products from animal excrements, fertilizers and high concentration of diesel 
engine exhaust.  The approach to these environments must be entirely similar to 
that of industrial environments.
Local weather conditions have a major role in the concentration or disper-sion of 
outdoor gaseous contaminants. 
Thermal inversions can trap pollutants, thereby producing serious air pollution 
problems.

 ADDITIONAL TIPS

Although each of the above corrosive environments can be detrimental to the life 
of the heat exchanger, several additional factors must be considered before choos-
ing the final design.  
The local climate surrounding the site of application may be influenced by the pres-
ence of:
— wind
— dust
— road salts
— swimming pools
— diesel engines discharge / traffic
— Localised mist
— cleaning agents for domestic use
— Sewage system outlets
— many other separate contaminants
Even within 1.9-3.1 mi from these particular local climates a normal environment 
with moderate characteristics can be classified as an environment that requires pre-
ventive corrosion measures.  When these factors are directly and immediately part 
of the environment, their influence is further aggravating.
Only in the absence of potentially risky situations such as those indicated above can 
an environment be considered moderate.

Application Tip
Severe environments Coils with suitable protection
Moderate environments Standard coil °
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3   GENERAL DESCRIPTION

Reversible heat pumps for the production of chilled/heated water designed to sat-
isfy the needs of residential and commercial buildings, or for industrial applications.
Indoor units with Scroll compressors, centrifugal fans and plate heat exchangers.

In order to correctly install the unit, observe all the instructions provid-
ed in this manual, all the laws and regulations in force (EN 378, national 
and local standards) and in any case an additional risk analysis must be 
carried out by the system designer.

This chapter describes and gives explanations to the additional residual risks origi-
nating from the refrigerating systems when using refrigerant.
— The following information may in no way replace the risk assessment for the 

refrigeration system at the installation site;
— The end user (the Operator or plant manager/owner) bears the responsibility 

at the installation site;
— Avoid the presence of ignition sources during the entire service life of the refrig-

erant system (transport/storage/installation/operation/maintenance);
— Refers to international standard and regulation to evalute ignition sources (e.g. 

EN1127-1) according to the refrigerant flammability characteristics.

 GENERAL SAFETY RECOMMENDATION

Take the risks, measures, advice and recommendations indicated on the refrigerant 
safety data sheet into account.
During the whole life of the refrigerating system (trasportation/storage/installa-
tion/operation/mantainance):
— Provide adequate ventilation;
— Don't place or storage the refrigerating system in confined spaces;
— Avoid traps where gases may fall and stagnate;

Avoid open flames and ignition sources near the refrigerant system;

 INSTALLATION REQUIREMENTS

In particular, the unit is intended to be connected:
— to a hydronic system that must be designed to be classified according to EN 

378-1 as an indirect ventilated system (ref EN 378-1; 2016, par. 5.5.2.2 ), as an 
indirect vented closed system (ref EN 378-1;2016, par. 5.5.2.3 ), or as a double 
indirect system according to EN 378-1 (ref. EN 378-1; 2016, par. 5.5.2.4 ).

— The intermediate fluid (water or water-glycol mixture) is in direct communica-
tion with the occupied space and a refrigerant leak in the intermediate circuit 
must be dissipated to the atmosphere outside the occupied space and in an 
area that is suitably ventilated to prevent the generation of explosive atmos-
pheres.

— In particular, for a closed system this condition requires installing a properly 
sized mechanical device in a suitable position of the hydronic circuit for the col-
lection and draining of the refrigerant. If drain and/or safety valves are installed 
in the unit, they do not in any way replace this device.

— The automatic air drain must be installed in all the highest points of the hydrau-
lic circuit, outside the building and far from sources of ignition. In order to gua-
rantee that flammable refrigerant will not flow into the environment in the case 
of leaks, it is recommended to install it with a primary and secondary circuit.

— The are occupied by the unit and in its immediate vicinity must be made acces-
sible only by authorised personnel, also installing a fence if necessary;
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4   OPERATING LIMITS

In their standard configuration, the units are not suitable for installation in salty environments. 
The values indicated in the table refer to the min. and max. limits of the unit, valid for ΔT = 10.1 DT °F (cooling mode) and ∆T = 9.0 DT °F (heating mode).
If the unit operates beyond the operational limits, we recommend you first contact our technical-sales service.

 � If the unit is installed in particularly windy locations the provision of wind barriers may be necessary to avoid malfunctions. It should be installed if wind speed is above 4.9 knot.

WARNING: Under no circumstances does the unit have to be operated outside the operating limit  under penalty of the warranty expiration. Aermec S.p.A.   
cannot be held responsible for any malfunction of the units which are operated outside the established limits and for their consequences.

 POWER SUPPLY 460V / 575V

 Operating range at the maximum outside air temperature

0280-0300-0330-0350-0550-0600-0650-0750-0800-0900-1000-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

103.2104.0
113.0
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

 Operating range at the maximum high static pressure (400 Pa)

0280-0550-0600-0800-0900-1000

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0300-0330-0350-0650-0750-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

97.698.5
107.5

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

95.896.7

105.7

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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 POWER SUPPLY 230V

 Operating range at the maximum outside air temperature

0280-0300-0330-0550-0600-0650-0800-0900-1000-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0350-0750

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

103.2104.0
113.0
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0



14 22.12 – 4037360_02

0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

101.4102.2
111.2
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

 Operating range at the maximum high static pressure (400 Pa)

0280-0550-0800

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0300-0330-0600-0650-0900-1000-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

97.698.5
107.5

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0350-0750

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

95.896.7
105.7

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

94.094.9
103.9

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

 POWER SUPPLY 208V

 Operating range at the maximum outside air temperature

0280-0300-0330-0550-0600-0800-0900-1000

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0350-0750

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

103.2104.0
113.0
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0650-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

97.898.6
107.6

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

94.295.0
104.0

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

 Operating range at the maximum high static pressure (400 Pa)

0280-0550-0800

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

105.0105.8
114.8
120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0300-0330-0600-0900-1000

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

97.698.5
107.5

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0350-0750

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0

95.896.7
105.7

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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0650-1100

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0
90.491.3

100.3

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0

0675-1250

Key
A External air temperature (°F)
B Water produced temperature (°F)

1 Operation with valve Y
2 Operation witj valve Z
3 Operation witjh valve ° / X

B

A 1 2 3

°F

°F
0.0

14.0

40.0

60.0

80.0
86.887.7

96.7

120.0

0.0 10.0 17.6 32.0 39.2 44.0 50.0 60.0 64.4 70.0
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5   REFRIGERANT CIRCUIT

 NLC 0280-0675 A

1 Fan Plug-fan
2 Charging connection
3 Finned coil
4 Pressure relief valve
5 Isolation valve
6 High pressure transducer
7 High pressure switch
8 Discharge temperature sensor
9 Compressor
10 Low pressure transducer
11 Plate heat exchanger
12 Mechanic thermostatic valve
13 Sight glass
14 Solenoid valve
15 Filter drier
16 Electronic thermostatic ex-

pansion valve

1

2

3

4

55

6

7
8

99

10

11

12

13 13

14

15

15

16

 NLC 0750-1250 A

1 Fan Plug-fan
2 Charging connection
3 Finned coil
4 Isolation valve
5 Pressure relief valve
6 High pressure transducer
7 High pressure switch
8 Discharge temperature sensor

9 Compressor
10 Low pressure transducer
11 Plate heat exchanger
12 Mechanic thermostatic valve
13 Sight glass
14 Solenoid valve
15 Filter drier
16 Electronic thermostatic expansion valve

1 1

2
3

4 4 44

5

5

6 6

7 7
8 8

9 9 99

10 10
1216

1313

14

15

15

11

12

13 13

14

15

15

16
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6   INSTALLATION

 RECEIVING THE PRODUCT

Inspection upon receipt
To prevent damage during transport, the units are completely wrapped in packag-
ing and protected by plastic elements.
The machine is also wrapped in packaging. We recommend keeping this protection 
during all transport and lifting operations and not remove the plastic elements until 
commissioning.
There is a document envelope located inside the access panel to the electrical parts 
that contains the following material:
—  Instruction manual for the installer and the technical service, with the declara-

tion of conformity on the first pages
— Unit user manual
— Wiring diagrams
The instruction manual is an integral part of the unit and therefore it must be re-
covered, read and stored carefully. If lost, a copy can be found in the support area 
online at www.aermec.com.
Upon receipt:
— Check that the exterior has not been damaged in any way;
— Check that the lifting and transport devices are appropriate to the type of 

equipment and compliant with the transport and handling instructions at-
tached to this manual;

— Check that the accessories required for on-site installation have been delivered 
and are operational;

— Check that the equipment supplied corresponds to the order and delivery note.

ATTENTION! If the product is damaged, send a registered letter with 
the details of the problem to the shipping company within 48 work-
ing hours from delivery.

Product identification
Aermec products are identifiable by the packaging label that shows the product 
identification data, and by the rating plate that shows the performance and iden-
tification technical data of the unit in your possession.

1 Technical plate
2 Motor data plate
3 Packaging label

When the unit is positioned, make sure that the rating plate is well visible as the 
information provided on it is essential for correct maintenance.

 PACKAGING HANDLING AND REMOVAL

Before carrying out the packaging removal or transport operations, put on personal 
protective equipment and use devices and instruments suitable for the dimensions 
and weigh of the equipment.

   

All handling operations must be performed by qualified personnel in strict compli-
ance with all the applicable safety procedures.

The handling operations must be carried out carefully to prevent damage. The unit 
may only be handled in a horizontal position and only from its base.

It is prohibited to dispose of the packaging material in the environ-
ment or leave it within reach of children: as it may be a potential source 
of danger. Therefore it must be disposed of according to what is defined 
by current laws.

The unit may be handled in two ways, using:
— A hoist or a crane;
— A forklift.

 LIFTING WITH A HOIST OR CRANE

Before lifting the unit, place protections between the belts (or ropes and chains) 
and the framework to prevent damage to the structure.
If handling with a hoist or crane, the unit is provided with holes in its 
base (ø 2.6 in) through which poles (not supplied) are passed, only these 
may be used for lifting.

Lifting with a hoist or crane for sizes from 0750 to 1250

The following is required:
— Follow all safety regulations and standards;
— Before lifting, check the specific weight on the technical plate;
— Wear safety glasses, work gloves and safety shoes;
— Pay the utmost attention to heavy and bulky equipment during lifting and han-

dling, and when placing it on the ground;
— All panels must be tightly fixed before moving the unit;
— Use all, and only, the lifting points indicated;
— Use ropes in compliance with Standards and of equal length;
— Use a spacer in accordance with the sling (not included) see drawing;
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— Handle the unit with care and without sudden movements;
— Do not stand under the unit during lifting;

 HANDLING WITH A FORKLIFT

The forks of the forklift must pass completely below the load. During descent, the 
load must be lowered in reverse, with the pillar inclined to the rear, during ascent 
the load must be lifted in forward gear, with the pillar inclined to the rear.

Handling with a forklift for sizes from 0280 to 0675

 STORAGE

It is possible that the units may not be immediately installed upon receipt. If they 
are stored for a medium-long period of time, the following procedures are recom-
mended:
— The units cannot be stacked;
— Check for any damage
— Make sure there is no water inside the hydraulic systems;
— Do not remove the protections from the heat exchanger;
— Do not remove the plastic protective films;
— Make sure that the electrical panels are closed;
— Before using the equipment, put all the supplied items in a dry and clean loca-

tion so that they can be used in the future.
The minimum and maximum unit storage temperature depends on the 
type of refrigerant used, see the table. Above this limit, there is a risk of 
refrigerant leaks through the pressure relief valves.

Maximum storage temperature
Refrigerant Type Class Min temp. (°F) Max. temp. (°F)
R134a HFC A1 -4.0 °F < 122.0 °F
R410A HFC A1 -4.0 °F < 122.0 °F
R513A HFC A1 -4.0 °F < 122.0 °F
R32 HFC A2L -4.0 °F < 122.0 °F
R1234ze HFO A2L -4.0 °F < 122.0 °F

 PLACE OF INSTALLATION

All units in this series are designed for indoor installation in machin-
ery rooms only, according to EN378. Attention: the ambient tempera-
ture inside the technical room where the unit is installed must not exceed 
113.0 °F, otherwise ventilation systems must be installed.

The location of the unit must be defined by the system designer or a person who is 
an expert in the material and must consider both the purely technical requirements 
as well as any local laws in force.

For unit installation it is important to perform the following preliminary prepara-
tion tasks:

The following must be avoided

— Locations with aggressive atmospheres;
— Areas in which the unit's noise level could be amplified due to reverberations 

or resonance;

 POSITIONING

The units must:
— They must be installed in an area that cannot be accessed by the public and/or 

be protected against access by unauthorised persons, if necessary also install 
fences;

— Be positioned on a levelled surface that is able to support the weight of the 
unit with the refrigerant load and complete water, in addition to the occasional 
presence of maintenance equipment;

— Creating a support base that is independent from the main building is always 
advisable to avoid the transmission of vibrations;

— It is recommended to place a rubber sheet between the floor and the equip-
ment or use suitably sized anti-vibration supports.

— The unit must be fixed to the anti-vibration supports and these firmly fixed 
to the concrete base, see chapter weight distribution and minimum technical 
spaces;

— Check that the contact surfaces of the anti-vibration supports are levelled at the 
base. If necessary, use spacers or level the base, but in any case make sure that 
the anti-vibration supports are placed flat on the surfaces of the base;

— The use of anti-vibration supports MUST be done in combination with the in-
stallation of flexible couplings in the unit's water pipes. The anti-vibration sup-
ports must be fixed to the unit BEFORE being earthed. AERMEC is not responsi-
ble for selecting the capacity of the anti-vibration supports;

— Each side of the unit must have space to allow all routine and extraordinary 
maintenance to be performed.

— During installation, check that atmospheric or environmental agents do not af-
fect or corrode the components of the cooling circuit, causing refrigerant leaks 
into the environment. Where present, proceed with the appropriate measures 
in compliance with the regulations in force.
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7   MINIMUM TECHNICAL SPACES

With regards to all units, it is essential to respect the minimum distances to avoid:
— The generation of hazardous atmospheres in the case of refrigerant gas leaks;

The place where the unit is installed must be accessible and permitted only to authorised personnel.

It is important that the units are installed flat. The improper installation of the unit invalidates the warranty.

Each side of the unit must have space to allow all routine and extraordinary maintenance to be performed.

C1

C2 B1

B2

A1

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
Minimum technical spaces
A1 A in 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4
B1 A in 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4 39.4
B2 A in 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7
C1 A in 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5
C2 A in 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5 31.5

 � A1 = For further information please contact the head office.
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8   NLC UNIT OPERATION

The chillers and the heat pumps of the NLC range are air-cooled machines suitable 
for installing indoors.
For this reason the air that crosses the coil needs to be expelled from the utility 
room using suitable piping connected to the machine itself.
The presence of the piping involves pressure drops that will need to be overcome 
by the fan; the size of these losses depends on various factors like the length of the 
pipe, the dimensions, complexity of the pipes, etc.
The units of the NLC series are equipped with radial fans with inverter 
EC motor as standard, to immediately modulate the number of motor 
revs, thus adapting the static pressure supplied from the fan to the in-
stantaneous drop of pressure in the tube.

When the machine is started for the first time, the installer should 
set (from the control panel) the number of revs of the fan capable of 
providing head equal to the total pressure drops of the piping.

The number of fan revs is generally less than the maximum number of 
revs the fan is capable of.

0 10

The number of revs is set indirectly through a 
parameter expressed in volts, which can vary 
from 0 to 10V:

Min. 
fan speed

Max.
fan speed

Volt

All the units are factory-set for 0 Pa.

To change the static useful pressure of the fans, follow the procedure set 
out in the manual USE - INSTALLER MENU

Remove the safety protections before carrying out the connection to 
the air exhaust ducts.

 standard version

In case of inverted channeling from the standard, unscrew the screws 
and invert the plenum panel as shown in the picture.
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WARNING
The weight of the piping 
must not be borne by the 

appliance

Example of ductwork
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9   POSITION OF THE VIBRATION DAMPERS

X

Y G
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NLC 0280-0350 A

NLC 0550-0675 A

Vers. 00 Vers. P1-P4

Vers. 00 / P1-P4

Vers. 01-04

Vers. 01-04

Top view

Top view
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NLC 0750 A

Vers. 00 / P1-P4

Vers. 01-04

NLC 0800-1250 A

Vers. 00 / P1-P4

Vers. 01-04

1

2

3

4
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Top view

Top view
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10   WEIGHT DISTRIBUTION AND CENTRES OF GRAVITY

 WEIGHT DISTRIBUTION AND CENTRES OF GRAVITY WHEN EMPTY

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
INTEGRATED HYDRONIC KIT: 00
Centre of gravity (empty)
X A in 33.3 32.6 32.6 32.5 54.6 52.3 51.9 50.5 89.6 115.1 117.9 113.5 113.1 111.9
Y A in 22.4 22.0 22.5 22.4 20.7 20.7 20.5 19.7 21.0 22.1 22.0 21.9 22.0 21.8
Weight distribution in % on the supports (empty)
1 A % 27% 28% 28% 28% 28% 29% 29% 28% 10% 14% 13% 14% 15% 15%
2 A % 25% 27% 26% 26% 30% 32% 32% 34% 11% 14% 13% 14% 14% 15%
3 A % 25% 23% 24% 24% 20% 19% 19% 17% 28% 12% 11% 11% 11% 11%
4 A % 23% 23% 22% 22% 22% 21% 21% 21% 29% 12% 10% 11% 11% 10%
5 A % - - - - - - - - 11% 15% 18% 16% 16% 17%
6 A % - - - - - - - - 11% 14% 17% 16% 16% 16%
7 A % - - - - - - - - - 10% 9% 9% 9% 8%
8 A % - - - - - - - - - 9% 9% 9% 8% 8%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -
INTEGRATED HYDRONIC KIT: 01, 03
Centre of gravity (empty)
X A in 57.6 56.1 55.6 55.5 71.8 68.3 67.7 66.4 104.5 133.5 135.0 130.0 129.0 127.5
Y A in 18.1 17.8 18.1 18.1 21.3 21.2 21.0 20.9 21.7 22.0 21.9 21.8 21.9 21.8
Weight distribution in % on the supports (empty)
1 A % 16% 17% 17% 18% 20% 22% 22% 22% 11% 13% 12% 13% 13% 13%
2 A % 13% 14% 14% 14% 21% 22% 23% 24% 11% 12% 11% 13% 13% 13%
3 A % 27% 26% 27% 27% 27% 26% 26% 26% 20% 11% 10% 11% 10% 10%
4 A % 22% 22% 22% 21% 28% 27% 28% 27% 20% 11% 10% 10% 10% 10%
5 A % 12% 11% 11% 11% 2% 1% 1% 1% 14% 11% 13% 12% 12% 12%
6 A % 10% 9% 9% 9% 2% 1% 1% 1% 14% 10% 13% 12% 12% 12%
7 A % - - - - - - - - 4% 14% 14% 13% 13% 13%
8 A % - - - - - - - - 4% 13% 14% 13% 13% 13%
9 A % - - - - - - - - - 2% 2% 2% 2% 1%
10 A % - - - - - - - - - 2% 2% 2% 1% 1%
INTEGRATED HYDRONIC KIT: 02, 04
Centre of gravity (empty)
X A in 58.8 57.3 56.9 56.7 72.9 69.4 69.1 67.7 106.3 135.6 136.9 131.9 130.8 129.3
Y A in 18.7 18.3 18.6 18.5 21.3 21.2 21.0 20.9 21.7 22.0 21.9 21.8 21.9 21.7
Weight distribution in % on the supports (empty)
1 A % 16% 16% 17% 17% 20% 21% 21% 21% 11% 12% 12% 13% 13% 13%
2 A % 12% 13% 13% 13% 20% 22% 22% 23% 11% 12% 11% 13% 13% 13%
3 A % 28% 27% 28% 28% 27% 27% 27% 26% 20% 11% 10% 10% 10% 10%
4 A % 22% 22% 21% 21% 28% 28% 28% 28% 20% 11% 10% 10% 10% 10%
5 A % 13% 12% 12% 12% 2% 1% 1% 1% 15% 10% 13% 11% 12% 12%
6 A % 10% 9% 9% 9% 2% 1% 1% 1% 15% 10% 12% 11% 12% 12%
7 A % - - - - - - - - 4% 14% 14% 14% 14% 13%
8 A % - - - - - - - - 4% 14% 14% 14% 14% 13%
9 A % - - - - - - - - - 3% 2% 2% 2% 2%
10 A % - - - - - - - - - 2% 2% 2% 2% 2%
INTEGRATED HYDRONIC KIT: P1, P3
Centre of gravity (empty)
X A in 43.1 42.0 41.8 41.7 56.7 54.3 54.2 52.9 94.9 118.0 120.5 116.0 115.5 114.3
Y A in 17.2 16.9 17.2 17.2 20.7 20.7 20.5 19.7 20.6 22.1 22.0 21.9 21.9 21.8
Weight distribution in % on the supports (empty)
1 A % 31% 31% 32% 32% 27% 28% 28% 27% 8% 14% 13% 14% 14% 15%
2 A % 27% 28% 28% 28% 29% 31% 31% 33% 9% 13% 13% 14% 14% 14%
3 A % 22% 21% 21% 21% 21% 20% 20% 18% 28% 12% 10% 11% 10% 10%
4 A % 19% 19% 19% 19% 23% 22% 22% 22% 30% 11% 10% 10% 10% 10%
5 A % - - - - - - - - 12% 15% 17% 16% 16% 16%
6 A % - - - - - - - - 13% 14% 17% 16% 16% 16%
7 A % - - - - - - - - - 11% 10% 10% 10% 9%
8 A % - - - - - - - - - 10% 10% 10% 9% 9%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -
INTEGRATED HYDRONIC KIT: P2, P4
Centre of gravity (empty)
X A in 45.2 44.1 43.8 43.8 58.5 55.9 56.2 54.9 97.2 120.5 122.8 118.3 117.7 116.5
Y A in 17.9 17.5 17.9 17.8 20.7 20.7 20.5 19.7 20.6 22.1 21.9 21.9 21.9 21.8
Weight distribution in % on the supports (empty)
1 A % 31% 31% 31% 31% 26% 27% 27% 26% 8% 14% 13% 14% 14% 14%
2 A % 25% 26% 26% 26% 28% 30% 30% 31% 9% 13% 12% 14% 14% 14%
3 A % 24% 23% 23% 23% 22% 21% 21% 19% 27% 11% 10% 10% 10% 10%
4 A % 20% 20% 19% 19% 24% 23% 23% 23% 29% 11% 9% 10% 10% 10%
5 A % - - - - - - - - 13% 15% 17% 16% 16% 16%
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Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
6 A % - - - - - - - - 14% 14% 17% 15% 16% 16%
7 A % - - - - - - - - - 11% 11% 11% 10% 10%
8 A % - - - - - - - - - 11% 11% 10% 10% 10%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -

 WEIGHT DISTRIBUTION AND CENTRES OF GRAVITY DURING OPERATION

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
INTEGRATED HYDRONIC KIT: 00
Centre of gravity (during operation)
X A in 33.5 32.9 32.8 32.8 54.9 52.6 52.2 50.9 87.1 116.0 118.9 114.5 114.1 112.9
Y A in 22.3 21.9 22.4 22.3 20.7 20.6 20.4 19.6 21.6 22.0 21.9 21.8 21.9 21.7
Weight distribution in % on the supports (during operation)
1 A % 27% 27% 28% 28% 28% 29% 29% 28% 12% 14% 13% 14% 14% 15%
2 A % 25% 26% 26% 26% 30% 32% 32% 34% 12% 13% 13% 14% 14% 15%
3 A % 25% 24% 24% 24% 20% 19% 19% 17% 27% 12% 10% 11% 11% 10%
4 A % 23% 23% 22% 22% 22% 21% 21% 21% 27% 12% 10% 11% 10% 10%
5 A % - - - - - - - - 11% 15% 18% 16% 17% 17%
6 A % - - - - - - - - 11% 15% 17% 16% 16% 17%
7 A % - - - - - - - - - 10% 10% 9% 9% 9%
8 A % - - - - - - - - - 9% 9% 9% 9% 9%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -
INTEGRATED HYDRONIC KIT: 01, 03
Centre of gravity (during operation)
X A in 71.7 70.1 69.5 69.3 90.6 86.5 85.6 84.2 125.5 155.9 156.1 150.9 149.3 147.5
Y A in 20.8 20.4 20.6 20.6 21.5 21.4 21.3 26.0 21.8 22.0 21.9 21.8 21.9 21.8
Weight distribution in % on the supports (during operation)
1 A % 14% 15% 15% 15% 15% 17% 17% 17% 10% 11% 10% 11% 12% 12%
2 A % 9% 9% 9% 10% 15% 17% 17% 18% 10% 11% 10% 11% 11% 12%
3 A % 24% 23% 24% 24% 18% 18% 18% 18% 15% 8% 7% 7% 7% 7%
4 A % 15% 15% 15% 15% 18% 19% 19% 19% 15% 7% 7% 7% 7% 7%
5 A % 24% 23% 23% 22% 17% 15% 14% 14% 12% 10% 12% 11% 11% 11%
6 A % 15% 15% 14% 14% 17% 15% 14% 14% 12% 10% 12% 11% 11% 11%
7 A % - - - - - - - - 13% 12% 12% 12% 12% 11%
8 A % - - - - - - - - 13% 12% 12% 12% 11% 11%
9 A % - - - - - - - - - 10% 10% 9% 9% 8%
10 A % - - - - - - - - - 10% 9% 9% 8% 8%
INTEGRATED HYDRONIC KIT: 02, 04
Centre of gravity (during operation)
X A in 72.2 70.7 70.1 69.9 91.1 87.1 86.3 84.9 126.6 157.2 157.3 152.2 150.5 148.7
Y A in 21.1 20.7 20.9 20.9 21.5 21.4 21.2 26.0 21.8 22.0 21.9 21.8 21.9 21.7
Weight distribution in % on the supports (during operation)
1 A % 13% 14% 14% 14% 15% 16% 16% 17% 10% 11% 10% 11% 11% 12%
2 A % 8% 9% 9% 9% 15% 17% 17% 18% 10% 10% 10% 11% 11% 12%
3 A % 25% 24% 25% 25% 18% 19% 19% 18% 15% 8% 7% 7% 7% 7%
4 A % 15% 15% 15% 15% 19% 19% 20% 19% 15% 7% 6% 7% 7% 7%
5 A % 24% 23% 23% 23% 16% 15% 14% 14% 13% 10% 12% 11% 11% 11%
6 A % 15% 14% 14% 14% 17% 15% 14% 14% 13% 9% 11% 11% 11% 11%
7 A % - - - - - - - - 13% 12% 13% 12% 12% 12%
8 A % - - - - - - - - 13% 12% 12% 12% 12% 12%
9 A % - - - - - - - - - 10% 10% 9% 9% 8%
10 A % - - - - - - - - - 10% 9% 9% 8% 8%
INTEGRATED HYDRONIC KIT: P1, P3
Centre of gravity (during operation)
X A in 43.9 42.9 42.6 42.6 57.4 55.0 54.9 53.6 90.4 119.5 122.0 117.6 117.0 115.8
Y A in 17.2 16.9 17.2 17.2 20.6 20.6 20.4 19.6 21.5 22.0 21.9 21.7 21.8 21.7
Weight distribution in % on the supports (during operation)
1 A % 31% 31% 32% 32% 26% 27% 27% 27% 12% 14% 13% 14% 14% 14%
2 A % 27% 28% 27% 28% 29% 30% 31% 32% 12% 13% 12% 14% 14% 14%
3 A % 23% 22% 22% 22% 21% 20% 20% 19% 26% 11% 10% 10% 10% 10%
4 A % 20% 20% 19% 19% 24% 22% 22% 22% 26% 11% 10% 10% 10% 10%
5 A % - - - - - - - - 12% 15% 17% 16% 16% 16%
6 A % - - - - - - - - 12% 15% 17% 16% 16% 16%
7 A % - - - - - - - - - 11% 11% 10% 10% 10%
8 A % - - - - - - - - - 11% 10% 10% 10% 10%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -
INTEGRATED HYDRONIC KIT: P2, P4
Centre of gravity (during operation)
X A in 45.9 44.8 44.6 44.5 59.2 56.7 56.9 55.6 92.7 121.9 124.3 119.8 119.1 117.9
Y A in 17.9 17.5 17.8 17.8 20.6 20.6 20.4 19.6 21.5 22.0 21.8 21.7 21.8 21.7
Weight distribution in % on the supports (during operation)
1 A % 30% 30% 31% 31% 25% 26% 26% 26% 12% 13% 12% 14% 14% 14%
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Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
2 A % 25% 26% 25% 26% 28% 29% 29% 31% 12% 13% 12% 14% 14% 14%
3 A % 25% 24% 24% 24% 22% 21% 21% 20% 25% 11% 9% 10% 10% 9%
4 A % 20% 20% 20% 20% 25% 23% 24% 24% 25% 11% 9% 10% 10% 9%
5 A % - - - - - - - - 13% 15% 17% 16% 16% 16%
6 A % - - - - - - - - 14% 14% 17% 16% 16% 16%
7 A % - - - - - - - - - 12% 11% 11% 11% 10%
8 A % - - - - - - - - - 11% 11% 11% 10% 10%
9 A % - - - - - - - - - - - - - -
10 A % - - - - - - - - - - - - - -

 ANTIVIBRATION

 VT

Ver 0280 0300 0330 0350 0550 0600 0650
Integrated hydronic kit: 00

A VT17 VT17 VT17 VT17 - - -
Integrated hydronic kit: 01, 02, 03, 04

A VT11 VT11 VT11 VT11 - - -
Integrated hydronic kit: P1, P2, P3, P4

A VT13 VT13 VT13 VT13 - - -

The accessory cannot be fitted on the configurations indicated with -

 AVX

Ver 0280 0300 0330 0350 0550 0600 0650
Integrated hydronic kit: 00, P1, P2, P3, P4

A - - - - AVX410 AVX410 AVX410
Integrated hydronic kit: 01, 02, 03, 04

A - - - - AVX412 AVX412 AVX412

The accessory cannot be fitted on the configurations indicated with -

Ver 0675 0750 0800 0900 1000 1100 1250
Integrated hydronic kit: 00

A AVX410 AVX429 AVX432 AVX432 AVX432 AVX432 AVX431
Integrated hydronic kit: 01, 02, 03, 04

A AVX412 AVX430 AVX435 AVX436 AVX436 AVX436 AVX436
Integrated hydronic kit: P1, P2, P3, P4

A AVX410 AVX429 AVX432 AVX432 AVX432 AVX432 AVX433

11   WEIGHTS

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
INTEGRATED HYDRONIC KIT: 00
Weights
Empty weight A lbs 1,700 1,803 1,854 1,870 2,945 3,305 3,428 3,413 4,460 5,465 5,838 6,204 6,508 6,717
Weight functioning A lbs 1,713 1,821 1,870 1,887 2,974 3,336 3,463 3,448 4,508 5,520 5,900 6,272 6,576 6,786
INTEGRATED HYDRONIC KIT: 01, 03
Weights
Empty weight A lbs 2,421 2,524 2,575 2,593 3,545 3,904 4,050 4,154 5,084 6,094 6,466 6,832 7,136 7,346
Weight functioning A lbs 3,144 3,252 3,300 3,320 4,718 5,079 5,229 5,333 6,279 7,297 7,679 8,051 8,356 8,563
INTEGRATED HYDRONIC KIT: 02, 04
Weights
Empty weight A lbs 2,515 2,621 2,670 2,690 3,642 4,004 4,169 4,273 5,203 6,213 6,585 6,949 7,255 7,463
Weight functioning A lbs 3,239 3,347 3,395 3,417 4,815 5,179 5,346 5,452 6,398 7,416 7,796 8,168 8,472 8,682
INTEGRATED HYDRONIC KIT: P1, P3
Weights
Empty weight A lbs 2,013 2,116 2,165 2,183 3,056 3,415 3,558 3,543 4,590 5,595 5,968 6,334 6,638 6,848
Weight functioning A lbs 2,070 2,176 2,227 2,244 3,120 3,483 3,631 3,616 4,674 5,686 6,067 6,437 6,744 6,951
INTEGRATED HYDRONIC KIT: P2, P4
Weights
Empty weight A lbs 2,108 2,211 2,260 2,280 3,153 3,512 3,677 3,662 4,709 5,714 6,087 6,451 6,757 6,964
Weight functioning A lbs 2,165 2,273 2,321 2,344 3,217 3,580 3,748 3,732 4,793 5,805 6,184 6,557 6,861 7,070
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12   DIMENSIONAL TABLES

 0280-0300-0330-0350 - 00

 � Data expressed in inches (")
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A

B C

Size 0280 0300 0330 0350
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport

A A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

B A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

C A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
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 0280-0300-0330-0350 - P1-P2-P3-P4

 � Data expressed in inches (")

14.8 14.869.0
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6.8 6.826.7 26.7

A

B C

Size 0280 0300 0330 0350
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport

A A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

B A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

C A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
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 0550-0600-0650-0675 - 00

 � Data expressed in inches (")

Power supply

0.
8

0.
8 15.8 15.80.792.6

41
.8

0.
8

0.
8

15
.8

86
.6

124.1

44.2
43.3

43.3

3.4 3.426.7 26.7 26.76.8 26.7
1.9 1.9

30.0 30.2

29
.6

11
.9

2.
0

26.7 26.7 26.76.8 26.73.5 3.5
1.9 1.9

A

B

C

Size 0550 0600 0650 0675
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport
A A in 93.4 93.4 93.4 93.4
B A in 62.2 62.2 62.2 62.2
C A in 137.6 137.6 137.6 137.6

 � For the sizes shown in the table, the transportation dimensions refer to the acces-
sory CRATE 22.
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 0550-0600-0650-0675 - P1-P2-P3-P4

 � Data expressed in inches (")

0.
8

0.
8 15.8 15.80.792.6

41
.8

Power supply

124.1

86
.6

44.2
43.3

43.3

29
.6

11
.9

2.
0

3.5 3.5
1.9 1.9

26.7 6.826.7 26.7 26.7

A

B

C

Size 0550 0600 0650 0675
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport
A A in 93.4 93.4 93.4 93.4
B A in 62.2 62.2 62.2 62.2
C A in 137.6 137.6 137.6 137.6

 � For the sizes shown in the table, the transportation dimensions refer to the acces-
sory CRATE 22.
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 0750 - 00

 � Data expressed in inches (")

14.8 39.4 30.5 92.6 15.8

0.
8

0.
8

41
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0.7

193.1

15.8 37.4 31.5 92.6 15.8 1.6 1.640.2

2.6

86
.6

193.1

11
.9

2.
0

6.8 26.7 26.7 10.2 26.7 26.7 26.7 3.526.76.8
1.9 1.9 1.9

3.5

4.0 3.3 2.17.9

26.7 26.7 26.7 26.7 26.7 26.7 6.8

1.
9

11
.9

71
.9

10.26.8
1.9 1.9 1.9

56.5 56.5 63.0

A

B C

Size 0750
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport
A A in Contact the factory
B A in Contact the factory
C A in Contact the factory
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 0800-0900-1000-1100-1250 - 01-02-03-04

 � Data expressed in inches (")

15.8 92.6 92.631.5 31.5 23.6

0.7

0.
8

0.
8

41
.8

248.2

15.8 92.6 92.631.5

3.5

3.3 3.2

1.9 1.9 1.9 1.9
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1
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.6

70
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11
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56.4 56.4 56.4 56.4

55.6 55.6 55.66.5 6.5 6.5

26.7 26.7 26.7 26.7 26.7 26.726.76.8 6.8 6.8

2.
0

3.5

3.3 3.48.0

A

B C

Size 0800 0900 1000 1100 1250
INTEGRATED HYDRONIC KIT: 00, 01, 02, 03, 04, P1, P2, P3, P4
Dimensions and weights for transport

A A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

B A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory

C A in
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
Contact the 

factory
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13   HYDRAULIC CONNECTIONS

 0280-0300-0330-0350 - 00

13.1
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grooved joints - Ø 2"
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2

 0280-0300-0330-0350 - P1-P2-P3-P4
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 COMPONENTS SUPPLIED FOR SIZES 0550-0600-0650-0675 (00 / P1-P2-P3-P4 / 01-02-03-04)
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Grooved joint EU Grooved joint US Grooved nipple US

Reduction / adapter EU > US
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 0750 - 00
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14   HYDRAULIC CONNECTIONS

In particular, the unit is intended to be connected:
— to a hydronic system that must be designed to be classified according to EN 

378-1 as an indirect ventilated system (ref EN 378-1; 2016, par. 5.5.2.2 ), as an 
indirect vented closed system (ref EN 378-1;2016, par. 5.5.2.3 ), or as a double 
indirect system according to EN 378-1 (ref. EN 378-1; 2016, par. 5.5.2.4 ).

— The intermediate fluid (water or water-glycol mixture) is in direct communica-
tion with the occupied space and a refrigerant leak in the intermediate circuit 
must be dissipated to the atmosphere outside the occupied space and in an 
area that is suitably ventilated to prevent the generation of explosive atmos-
pheres.

— In particular, for a closed system this condition requires installing a properly 
sized mechanical device in a suitable position of the hydronic circuit for the col-
lection and draining of the refrigerant. If drain and/or safety valves are installed 
in the unit, they do not in any way replace this device.

— The automatic air drain must be installed in all the highest points of the hydrau-
lic circuit, outside the building and far from sources of ignition. In order to gua-
rantee that flammable refrigerant will not flow into the environment in the case 
of leaks, it is recommended to install it with a primary and secondary circuit.

The units may be available with or without integrated hydronic kit, in any case:

WARNING! Clean the system carefully before connecting the unit: 
this is done in order to eliminate possible residues such as welding spatter, 
waste, rust or any other impurity from the pipes. These substances could 
deposit inside and cause the equipment to malfunction. The connection 
pipes must be properly supported so as not to burden the unit with their 
weight.

WARNING! The choice and installation of components external to the 
unit is up to the installer, who must operate according to the rules of 
good technical design and in compliance with the regulations in force 
in the country of destination.

WARNING! The hydraulic connection pipes to the unit must be suit-
ably dimensioned for the effective water flow rate requested by the 
system when running. The water flow rate to the heat exchanger 
must always be constant.

WARNING! The charge or discharge of the heat exchange fluids must 
be made during installation by qualified technicians using the fit-
tings provided on the hydraulic circuit. Never use the unit heat ex-
changers to top-up the heat exchanger fluid.

During commissioning, it is mandatory to carry out a seal test on 
the air of the hydraulic circuit (minimum pressure 36.3 psi and a 
search for leakages on every joint - e.g. using leak detector foam or 
soap+water) before filling it with glycol. This is to avoid the need for 
corrections due to leaks caused, for example, during the transporta-
tion/handling stage (even though the circuit is tested before leaving 
the Aermec factory).

WARNING! Water filter and flow switch: It is necessary to install a water 
filter and a flow switch upstream of each heat exchanger if they are not 
supplied with the unit.

 CONNECTIONS

Before starting the system, check that the hydraulic circuits are connected to the 
correct heat exchangers. The water circulating pump must preferably be installed 
upstream so that the evaporator/condenser is subjected to positive pressure. The 
water inlet and outlet connections are indicated in the dimensions table in this 
manual, or are available online at www.aermec.com
It is important to follow the recommendations (not complete) below:
— The water pipes must not transmit radial or axial forces or vibrations to the ex-

changers (use flexible hoses to reduce the transmitted vibrations);
— It is necessary to install manual or automatic vent valves in the highest points 

of the circuit and also provide discharge fittings in the lowest points to allow 
emptying the entire circuit;

— To maintain the pressure in the circuits, you must install an expansion tank and 
a safety valve;

— Respect the water inlet and outlet connections shown on the unit;
— Install manometer on the water inlet and outlet fittings;

— Install stop valve near the water inlet and outlet fittings;
— Install flexible joints for the connection of the pipes;
— After performing a leak test, insulate the pipes to reduce heat loss and prevent 

the formation of condensation;
— If the external water pipes are in an area where it is likely that the environment 

temperature drops below 32.0 °F, insulate the pipes and provide an electric 
heater. As an option, you can also protect the pipes inside the unit;

— Check the continuity of the earthing;

It is prohibited to operate the unit without an installed and clean wa-
ter filter.

The charge or discharge of the heat exchange fluids must be made 
during installation by qualified technicians using the fittings provid-
ed on the hydraulic circuit.

Never use the unit heat exchangers to top-up the heat exchanger 
fluid.

 WATER CHARACTERISTICS

It is recommended before loading the system to analyse the water, the hydraulic 
circuit must have all the devices necessary for treating the water.
The use of untreated water or water that is not treated properly can cause deposits 
of incrustations, algae, mud or cause erosion or corrosion, causing serious damage 
to the heat exchanger.
It is recommended to request the support of a specialised technician for the water 
treatment in order to determine the quality of your water and any corrective inter-
ventions.
Aermec shall not be liable for any damage deriving from the use of "hard" water 
that is not treated or that was improperly treated.
The following table provides an incomplete list of the water quality recommended 
for the plate heat exchangers:

System: Chiller with plate heat exchanger
PH 7,5 - 9
Total hardness 4,5 - 8,5 °dH
Temperature < 65 °C
Oxygen content < 0,1 ppm
Max. glycol amount 50 %
Phosphates (PO₄) < 2ppm
Manganese (Mn) < 0,05 ppm
Iron (Fe) < 0,3 ppm
Alkalinity (HCO₃) 70 - 300 ppm
Chloride ions (Cl-) < 50 ppm
Sulphate ions (SO₄) < 50 ppm
Sulphide ion (S) None
Ammonium ions (NH₄) None
Silica (SiO₂) < 30 ppm

It is of fundamental importance to keep the oxygen concentration in 
the water under control, especially in open vessel systems. This type 
of system, in fact, is very sensitive to the phenomenon of extra-oxy-
genation of the water (an event that can be encouraged by the incor-
rect positioning of some components). This phenomenon can trigger 
corrosion processes and subsequent drilling of the heat exchanger 
and pipes.

WARNING under no circumstances does the unit have to be operated 
with water circulating on the heat exchanger whose characteristics 
are different from those indicated in the table WATER CHARACTER-
ISTICS, under penalty of the warranty expiration. Aermec cannot be 
held responsible for any malfunction of the units which are operated 
with water whose characteristics are outside the limits in the table 
WATER CHARACTERISTICS and for their consequences.

 DISCHARGING SYSTEM

In the event the system is stopped during winter, the water in the heat exchanger 
can freeze damaging the heat exchanger irreversibly.
 To prevent danger of freezing, three solutions are possible:
1. Full water discharge from the unit;
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2. Using the resistances. In this case the resistances must always be supplied 
with electrical power for the entire period of possible freezing (machine in 
stand-by);

3. Operation with glycol/water fluid, with a percentage of glycol based on the 
minimum outdoor temperature expected.

WARNING! Make sure that air drain valves have been installed in all 
the highest points of the hydraulic circuit and outside inhabited en-
vironments. To permit the circuit to drain, make sure that the drain 
valves have been installed in the lowest points of the circuit and that 
they are open.

 ANTI-FREEZE PROTECTION

The addition of glycol is the only effective protection against freezing; the glycol/
water solution must be sufficiently concentrated to ensure proper protection and 
prevent ice forming at minimum temperature provided for a given installation.
Take the necessary precautions if using non-passivated anti-freeze solu-
tions (monoethylene glycol or monopropylene glycol). Corrosion phenom-
ena may occur with these anti-freeze solutions in contact with oxygen. 
However, always refer to the glycol supplier documentation to check its recom-
mended concentration.

IT IS FORBIDDEN! to insert glycol in the hydraulic circuit near the 
pump intake:

— A high concentration of glycol and additives that exceeds the permissible limits 
could cause the blockage of the pump;

— Do not use the pump as a mixer.
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15   MAIN HYDRAULIC CIRCUITS

 NLC 0280-1250 (00)

 � Water filter: Installation in the immediate vicinity of the heat exchanger is man-
datory,.

Components as standard
1 Plate heat exchanger
2 Water temperature sensors (IN/OUT)
3 Air drain valve (from size 0550 to 0675 A ONLY)
4 Drainage tap (from size 0550 to 0675 A ONLY)
Components not provided and responsibility of the installer
5 Air drain valve
6 Pump
7 Pressure relief valve

8 Water filter (MANDATORY)
9 Anti-vibration joints
10 Pressure gauge
11 Flow switch (MANDATORY)
12 Expansion vessel
13 Storage tank
14 Antifreeze electric heater
15 Drain valve
16 Flow shut-off valves

1

2

2

9

9
16

3 5 7

6 8

11

13

15

12 5

10

10

14
4

 Water characteristics

System: Chiller with plate heat exchanger
PH 7,5 - 9
Total hardness 4,5 - 8,5 °dH
Temperature < 65 °C
Oxygen content < 0,1 ppm
Max. glycol amount 50 %
Phosphates (PO₄) < 2ppm
Manganese (Mn) < 0,05 ppm
Iron (Fe) < 0,3 ppm
Alkalinity (HCO₃) 70 - 300 ppm
Chloride ions (Cl-) < 50 ppm
Sulphate ions (SO₄) < 50 ppm
Sulphide ion (S) None
Ammonium ions (NH₄) None
Silica (SiO₂) < 30 ppm

It is of fundamental importance to keep the oxygen concentration in 
the water under control, especially in open vessel systems. This type 
of system, in fact, is very sensitive to the phenomenon of extra-oxy-
genation of the water (an event that can be encouraged by the incor-
rect positioning of some components). This phenomenon can trigger 
corrosion processes and subsequent drilling of the heat exchanger 
and pipes.

WARNING under no circumstances does the unit have to be operated 
with water circulating on the heat exchanger whose characteristics 
are different from those indicated in the table WATER CHARACTER-
ISTICS, under penalty of the warranty expiration. Aermec cannot be 
held responsible for any malfunction of the units which are operated 

with water whose characteristics are outside the limits in the table 
WATER CHARACTERISTICS and for their consequences.
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 NLC 0280-1250 (P1-P2-P3-P4)

 � Water filter: Installation in the immediate vicinity of the heat exchanger is man-
datory,.

Components as standard
1 Plate heat exchanger
2 Water temperature sensors (IN/OUT)
3 Air drain valve
4 Pressure relief valve
5 Pump
6 Expansion vessel
7 Drain valve
Components not provided and responsibility of the installer
8 Flow shut-off valves

9 Air drain valve
10 Pressure relief valve
11 Expansion vessel
12 Storage tank
13 Water filter (MANDATORY)
14 Anti-vibration joints
15 Pressure gauge
16 Antifreeze electric heater
17 Drain valve
18 Flow switch (MANDATORY)

1

2

2

14

14

3 4

13

18

12

6

9

8

10
11

8

15

15

16

7

P1-P3

5

P2-P4

17

5

5

 Water characteristics

System: Chiller with plate heat exchanger
PH 7,5 - 9
Total hardness 4,5 - 8,5 °dH
Temperature < 65 °C
Oxygen content < 0,1 ppm
Max. glycol amount 50 %
Phosphates (PO₄) < 2ppm
Manganese (Mn) < 0,05 ppm
Iron (Fe) < 0,3 ppm
Alkalinity (HCO₃) 70 - 300 ppm
Chloride ions (Cl-) < 50 ppm
Sulphate ions (SO₄) < 50 ppm
Sulphide ion (S) None
Ammonium ions (NH₄) None
Silica (SiO₂) < 30 ppm

It is of fundamental importance to keep the oxygen concentration in 
the water under control, especially in open vessel systems. This type 
of system, in fact, is very sensitive to the phenomenon of extra-oxy-
genation of the water (an event that can be encouraged by the incor-
rect positioning of some components). This phenomenon can trigger 
corrosion processes and subsequent drilling of the heat exchanger 
and pipes.

WARNING under no circumstances does the unit have to be operated 
with water circulating on the heat exchanger whose characteristics 
are different from those indicated in the table WATER CHARACTER-
ISTICS, under penalty of the warranty expiration. Aermec cannot be 
held responsible for any malfunction of the units which are operated 
with water whose characteristics are outside the limits in the table 
WATER CHARACTERISTICS and for their consequences.



22.12 – 4037360_02 45

 NLC 0280-1250 (01-02-03-04)

 � Water filter: Installation in the immediate vicinity of the heat exchanger is man-
datory,.

Components as standard
1 Plate heat exchanger
2 Water temperature sensors (IN/OUT)
3 Air drain valve
4 Pressure relief valve
5 Pump
6 Flow shut-off valves
7 Expansion vessel

8 Storage tank
9 Drain valve
Components not provided and responsibility of the installer
10 Water filter (MANDATORY)
11 Anti-vibration joints
12 Pressure gauge
13 Flow switch (MANDATORY)
14 Flow shut-off valves

1

2

2

11

11
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13
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5
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 Water characteristics

System: Chiller with plate heat exchanger
PH 7,5 - 9
Total hardness 4,5 - 8,5 °dH
Temperature < 65 °C
Oxygen content < 0,1 ppm
Max. glycol amount 50 %
Phosphates (PO₄) < 2ppm
Manganese (Mn) < 0,05 ppm
Iron (Fe) < 0,3 ppm
Alkalinity (HCO₃) 70 - 300 ppm
Chloride ions (Cl-) < 50 ppm
Sulphate ions (SO₄) < 50 ppm
Sulphide ion (S) None
Ammonium ions (NH₄) None
Silica (SiO₂) < 30 ppm

It is of fundamental importance to keep the oxygen concentration in 
the water under control, especially in open vessel systems. This type 
of system, in fact, is very sensitive to the phenomenon of extra-oxy-
genation of the water (an event that can be encouraged by the incor-
rect positioning of some components). This phenomenon can trigger 
corrosion processes and subsequent drilling of the heat exchanger 
and pipes.

WARNING under no circumstances does the unit have to be operated 
with water circulating on the heat exchanger whose characteristics 
are different from those indicated in the table WATER CHARACTER-
ISTICS, under penalty of the warranty expiration. Aermec cannot be 
held responsible for any malfunction of the units which are operated 
with water whose characteristics are outside the limits in the table 
WATER CHARACTERISTICS and for their consequences.
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16   SYSTEM WATER CONTENT

 MINIMUM SYSTEM WATER CONTENT 

For correct unit operation, there must be a suitable amount of water in the system. A sufficient quantity of water not only ensures machine stability, but also helps avoid a high 
number of hourly compressor start-ups.
To calculate it, use the formula: Unit rated cooling capacity (ton) x table value (gal/ton) = Minimum system content (gal).

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
Minimum system water content
Minimum water content for air conditioning A gal/ton 3.7
Minimum water content for processes A gal/ton 7.4

Note: the water content referred to in the tables corresponds to the amount of water effectively useful for inertial purposes; this value does not necessarily coincide with the 
entire system water content, and must be calculated on the basis of the system layout and operating modes.

A example is given below, but it does not cover a possible situation.
Example: for a chiller/heat pump equipped with a primary and a secondary circuit, and in which the zone pumps of the secondary circuit could (even occasionally) be turned 
off, only the water content of the primary circuit has value of useful water content for the counting purposes.
If you are in any doubt, please refer to the relevant technical documentation or contact the AERMEC Technical-Commercial Service.

ATTENTION It is recommended to design systems with high water content (minimum recommended values shown in tab), in order to limit:

— Number of peaks made by the compressors
— The reduction of water temperature during defrosting cycles in the winter period for heat pumps.

NOTICE: in the case of several units connected in parallel, the designer must ensure that the configuration of the system and the management logic adopted do not 
cause too frequent START/STOP cycles and / or sudden changes in the water flow rate of the groups in operation  

NOTICE: Under no circumstances does the unit have to be operated in a system in which the content of the water circulating is below the MINIMUM SYSTEM WATER 
CONTENT,  under penalty of the warranty expiration. Aermec cannot be held responsible for any malfunction of the units which are operated in a system in which the 
content of the water circulating is below the MINIMUM SYSTEM WATER CONTENT and for their consequences

 MAXIMUM SYSTEM WATER CONTENT 

Units with the hydronic kit mounted come standard with the expansion vessel set at 21.8 psi, the pressure relief valve and the water filter mounted.
The maximum system water content depends on the capacity of the expansion vessel and on the calibration of the pressure relief valve.

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
INTEGRATED HYDRONIC KIT: 00
Hydronic kit
Expansion vessel number A no. /
Expansion vessel capacity A gal / / / / / / / / / / / / / /
Storage tank number A no. /
Storage tank capacity A gal / / / / / / / / / / / / / /
Pressure relief valve A n°/psi /
INTEGRATED HYDRONIC KIT: 01, 02, 03, 04
Hydronic kit
Expansion vessel number A no. 1
Expansion vessel capacity A gal 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3
Storage tank number A no. 1
Storage tank capacity A gal 79.3 79.3 79.3 79.3 132.1 132.1 132.1 132.1 132.1 132.1 132.1 132.1 132.1 132.1
Pressure relief valve A n°/psi 1/87.0
INTEGRATED HYDRONIC KIT: P1, P2, P3, P4
Hydronic kit
Expansion vessel number A no. 1
Expansion vessel capacity A gal 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3 6.3
Storage tank number A no. /
Storage tank capacity A gal / / / / / / / / / / / / / /
Pressure relief valve A n°/psi 1/87.0

The table gives an example of the maximum water content calculated at the indicated operating conditions and only to protect the unit.
If the volume of water in the system is higher, add another expansion vessel of the correct size.

System water temperature max/min °F 104/39.2
Hydraulic height Ft 98.4 82.0 65.6 49.2 ≤40.19
Expansion vessel pre-load psi 46.4 40.6 33.4 26.1 21.8
Water content maximum gal 574.3 699.0 823.7 948.4 1,017.6
System water temperature max/min °F 140/39.2
Expansion vessel pre-load psi 46.4 40.6 33.4 26.1 21.8
Water content maximum gal 258.4 314.4 370.9 426.9 457.5

The data in the table refer to units with a 6.3 gal. expansion vessel.
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 EXPANSION VESSEL SETTING

The expansion tank volume is 6.3 gal. The standard value of the expansion tank pre-charge pressure is 21.8 psi, but this can be calibrated up to a maximum of 87.0 psi.
The expansion tank pressure setting has to be adjusted based on the difference in height (H) of the installation (see figure) according to the formula: p (rating) [bar] = H [ft] / 
33.5 + 1.0.
For example: if level difference H is equal to 65.6 ft, the calibration value of the vessel will be 33.4 psi.
If the calibration value obtained from the formula is less than 21.8 psi (i.e. for H < 40.2), use the standard calibration.

Key
A Expansion vessel
1 Check that highest installation 

is not higher than 180.4 ft.
2 Ensure that lowest utility can 

withstand global pressure in 
that position

H max (1) = 55 m

H = 0 m

H = 12.25 m
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17   ELECTRICAL WIRING

For the installation requirements refer only to the wiring diagram 
supplied with the unit. The wiring diagram along with the manuals 
must be kept in good condition and always available for any future 
servicing on the unit.

THE CABLE GLANDS ARE NOT SUPPLIED WITH THE UNIT

This equipment is compliant with IEC 61000-3-12 provided that the short circuit 
power Ssc is greater than or equal to Rsce x Sequ in the point of interface between the 
user's power supply and the public network.
The equipment installer or user is responsible for making sure, together with the 
distribution network operator if necessary, that the equipment is connected only 
to a power supply with a short-circuit power Ssc that is higher than or equal to Rsce 
x Sequ.
with:
— Sequ = 400 [V] x 1.73 x I_rated [A]
— I_rated = machine input current under rated conditions [A]
— Rsce = Machine "short circuit ratio".
The units are completely wired at the factory and only require connection to the 
electric power supply mains, downstream from a unit switch, according to that 
envisioned by the Standards in force on this subject in the country of installation.

It s also advised to check that:
— The electrical mains features are suitable for the absorption values indicated 

in the electrical data table, also taking into consideration any other machines 
functioning at the same time;

— The unit is only powered when installation has been completed (hydraulic and 
electric);

— Respect the connection indications of the phase, and earth wires;
— The power supply line must have a relevant protection mounted upstream 

against short circuits and dispersions to earth, which isolates the system with 
respect to other utilities;

— The voltage must be within a tolerance of ± 10% of the nominal power supply 
voltage of the machine (for unbalanced three-phase unit max 3% between the 
phases). If these parameters are not respected, contact the energy supplier;

— For electric connections, use the cables with double isolation according to the 
Standards in force on this subject in the different countries.

The following is mandatory
— The use of an omnipolar magnet circuit breaker switch, in compliance with the 

current Standards (contact opening at least 0.1 in), with suitable cut-off power 
and differential protection on the basis of the electric data table shown below, 
installed as near as possible to the appliance;

— To make an effective earth connection. The manufacturer cannot be considered 
responsible for any damage caused by the lack of or ineffective appliance earth 
connection;

— For units with three-phase power supply, check the correct connection of the 
phases.

All electrical operations: must be carried out by personnel who fulfil the 
necessary legal requirements and who have been trained and informed on 
the risks correlated with those operations.

— The characteristics of the electrical lines and related components must be es-
tablished by personnel authorised to design electric installations, following 
international regulations and the national regulations of the country in which 
the unit is installed, in compliance with the legislative regulations in force at the 
moment of installation;

— it is mandatory to check the machine sealing before connecting the electrical 
wiring. The machine must only be powered once the hydraulic and electric op-
erations are completed;

— Electrical connections must be placed through the prepared sections (see figure 
.X) using suitable cable glands with a minimum IP67 grade o higher;

— If the supply cord is damaged, it must be replaced by the manufacturer or its 
service agent or a similarly qualified person in order to avoid a hazard.

 ELECTRIC DATA

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
POWER SUPPLY: 6
Electric data
Peak current (LRA) A A 240.3 298.7 359.7 371.0 444.6 618.8 718.8 738.7 569.0 618.6 792.8 811.2 931.1 970.8
Minimum circuit amperage (MCA) A A 79.60 92.60 115.00 133.00 160.70 201.50 215.70 227.00 280.80 307.40 348.20 384.50 410.00 432.70
Maximum overcurrent permitted by the protection device (MOP) A A 107.20 125.90 166.30 184.30 216.50 275.40 300.90 312.30 336.60 363.20 422.10 458.40 495.30 518.00
POWER SUPPLY: 7
Electric data
Peak current (LRA) A A 127.7 157.4 182.4 187.5 235.6 285.8 332.8 341.8 294.5 320.2 370.4 378.7 434.7 452.7
Minimum circuit amperage (MCA) A A 42.20 53.80 59.40 63.90 84.40 93.70 108.10 119.60 139.80 158.70 168.00 176.40 202.20 225.10
Maximum overcurrent permitted by the protection device (MOP) A A 55.00 71.70 81.80 86.30 110.60 124.20 150.00 161.50 166.10 185.00 198.50 206.80 244.10 267.10
POWER SUPPLY: 8
Electric data
Peak current (LRA) A A 99.7 105.4 134.4 138.3 176.4 227.6 285.6 292.5 222.0 242.1 293.3 299.7 364.7 378.5
Minimum circuit amperage (MCA) A A 32.30 39.50 48.40 55.40 73.50 75.60 88.20 98.40 121.70 138.40 140.40 142.20 165.00 185.20
Maximum overcurrent permitted by the protection device (MOP) A A 41.90 52.40 68.20 75.30 97.30 100.20 123.00 133.10 145.40 162.10 165.00 166.80 199.70 220.00
POWER SUPPLY: 9
Electric data
Peak current (LRA) A A 248.5 307.9 368.9 381.5 458.2 633.4 733.4 746.3 592.5 645.5 820.6 841.0 953.9 979.8
Minimum circuit amperage (MCA) A A 84.40 97.40 119.80 137.80 166.90 207.70 221.90 233.30 285.70 312.20 353.00 389.30 414.90 437.50
Maximum overcurrent permitted by the protection device (MOP) A A 112.00 130.70 171.10 189.10 222.70 281.70 307.20 318.50 341.40 368.00 427.00 463.20 500.10 522.80

 SINGLE HYDRONIC KITS’ ELECTRIC DATA

Size 0280 0300 0330 0350 0550 0600 0650 0675 0750 0800 0900 1000 1100 1250
Pumps

Maximum input power

00 kW / / / / / / / / / / / / / /
01,P1 kW 1.55 1.55 1.55 2.39 2.39 2.39 2.94 2.94 2.94 2.94 4.29 4.29 6.19 6.19
02,P2 kW 1.47 1.47 1.47 2.32 2.32 2.32 3.07 3.07 3.07 3.07 4.46 4.46 5.44 5.44
03,P3 kW 2.39 2.39 2.39 3.25 3.25 3.25 4.29 4.29 4.29 4.29 5.99 5.99 8.25 8.25
04,P4 kW 2.32 2.32 2.32 3.31 3.31 3.31 4.46 4.46 4.46 4.46 6.15 6.15 7.36 7.36

Maximum current

00 A / / / / / / / / / / / / / /
01,P1 A 2.80 2.80 2.80 4.00 4.00 4.00 5.50 5.50 5.50 5.50 6.70 6.70 8.90 8.90
02,P2 A 3.19 3.19 3.19 4.58 4.58 4.58 6.23 6.23 6.23 6.23 7.62 7.62 10.40 10.40
03,P3 A 4.00 4.00 4.00 5.50 5.50 5.50 6.70 6.70 6.70 6.70 8.90 8.90 12.20 12.20
04,P4 A 4.58 4.58 4.58 6.23 6.23 6.23 7.62 7.62 7.62 7.62 10.40 10.40 14.20 14.20
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18   ELECTRIC POWER CONNECTION TO TE ELECTRICAL MAINS

Avoid direct contact with non-insulated copper piping and with the 
compressor.

— Open the external covering panels (if present)
— Make sure that the switch is at “OFF” before opening the electric control board 

for the connection of the unit to the power supply;
— Use the plates/holes to pass the main electric power supply cable and the ca-

bles of the other external connections under the responsibility of the installer;

— Identify the clamps for the electric connection and always refer exclusively to 
the wiring diagram supplied with the unit;

— Remove any protections from the cable fixing points;
— For the functional connection of the unit, take the power supply cable to the 

electric control board inside the unit and connect it to clamps. L1-L2-L3 and PE 
respecting the polarities L1-L2-L3 as phases, and PE as grounding;

— Ensure that all protections removed for the electric connection have been re-
stored before powering the unit electrically;

— Close all the opened panels;
— Turn the switch at "ON" position;
— Position the system master switch (outside the appliance) at "ON";

For auxiliary connection please refer to the wiring diagrams supplied 
with the unit.
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19   COMMISIONING - WARNINGS

 START-UP

NOTICE: Aermec cannot be held responsible for any malfunction of the 
units which are due to errors during commissioning.

 Operations to be performed with no voltage present

WARNING the unit is not working.

Check:
— All safety conditions have been respected;
— The unit is correctly fixed to the support surface;
— The minimum technical spaces have been respected
— That the main power supply cables have appropriate cross-section, which can 

support the total consumption of the unit. (see electric data sections) and that 
the unit has been duly connected to the ground;

— That all the electrical connections have been made correctly and all the termi-
nals adequately tightened;

— Check that the connections made by the installer are in compliance with the 
documentation;

— Check for refrigerant gas leaks, especially near the pressure points of pressure 
gauges, pressure transducers and pressure switches (vibrations during trans-
port may have loosened the connections).

 Operations to be performed with no voltage present

WARNING the unit is not working.

— Supply power to the unit by turning the master switch to the "ON" position
— Use a tester to verify that the value of the power supply voltage to the phases 

is equal to 400V ± 10%; also verify that the unbalance between phases is no 
greater than 3%;

— Check that the connections made by the installer are in compliance with the 
documentation;

— Verify that the resistor of the compressor sump is working by measuring the 
increase in temperature of the oil pan. The resistance/s must function for at least 
12 hours before start-up of the compressor and in any event, the temperature of 
the oil pan must be 50.0-59.0 °F higher than room temperature.

 Hydraulic circuit controls
— Check that all hydraulic connections are made correctly, that the plate indica-

tions are complied with and that a mechanical filter has been installed in each 
inlet heat exchanger. (Mandatory component for warranty to be valid);

 � Check that the circulation pump(s) are working, and that the wa-
ter flow rate is sufficient to close the flow switch contact if installed,  
. We recommend installing one always upstream of every heat exchanger.

— Check the water flow rate, measuring the pressure difference between inlet and 
outlet of the evaporator and calculate the flow rate using the evaporator pres-
sure drop tables present in this manual;

— Check the correct functioning of the flow meters if installed. Closing the cut-off 
valve at the output of the heat exchanger; the unit control panel must show the 
block. Finally re-open the valve and rearm the block.

 Commisioning

Once all the aforementioned checks have been carried out, the unit 
can be commissioned.

— Close the door of the electrical panel;
— Set the unit main switch to ON, the unit will start after a few minutes.

 Operations to be performed with machine on

WARNING the unit is working.

If it is necessary to carry out measures or controls that require the machine to be 
operating, the following is necessary:
— Make sure that any remote control systems are disconnected; however, keep 

in mind that the PLC on the machine controls its functions and can enable and 
disable the components creating hazardous situations (e.g. power and rotate 
the fans and their mechanical drive systems).

— Control of the water flow rate alarm, the unit provides for the management of a 
flow rate alarm controlled by a differential pressure switch or flow switch if pro-
vided. This type of safety device intervenes after the first 30 seconds of pump 
functioning, if the water flow rate is not sufficient. The intervention stops the 
compressor and the pump itself.

— The antifreeze set temperature can only be changed by an authorised service 
centre and only after checking that there is a suitable % of antifreeze solution in 
the hydraulic circuit. If this alarm goes off, call the authorised technical service
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20   MAINTENANCE

NOTICE: Aermec cannot be held responsible for any malfunction of the 
units which are due to improper or missing maintenance.

Any cleaning, inspection, control or routine or extraordinary main-
tenance intervention: must be carried out by expert technical personnel 
who are authorised and qualified to perform the activities indicated above. 
These activities must be carried out with the machine turned off and not 
powered, and in a workmanlike manner according to what is required by 
the national laws in force. When carrying out these activities, the machine 
has the following risks:

— Risks of electric discharges;
— Risk of injuries due to the presence of rotating parts;
— Risk of injuries due to the presence of sharp edges and heavy weights;
— Risks of injuries due to the presence of components containing high pressure 

gas;
— Risks of injuries due to high or low temperature components.
— Noise-related risks of the machine functioning (refer to what is declared in the 

user manual);
— Risks related to the presence of harmful substances in hydronic circuits.
These activities must be carried out using personal protective equip-
ment suitable for the activities to carry out.

   

Maintenance operations are essential to maintain the refrigerant unit efficient, from 
a purely functional point of view and with regard to energy and safety.
In the absence of specific regulations regarding HFC refrigerants, the manufacturer 
prescribes the application of and compliance with that indicated in the: 
1. Regulation (EC) No.842/2006- art.3 concerning the "leakage containment";
2. Regulation (EC) No.1516/2007 concerning the “standard leakage checking 

requirements” and related national laws implementing the above European 
regulations.

WARNING For the unit, the user must provide a system booklet which 
he must ensure, or its designee authorised to service the machine, 
will contain all required records in order to have a historical doc-
umentation of the unit functioning. The absence of records in the 
booklet may count as evidence of lack of maintenance.

 PRECAUTIONS AND PREVENTIVE MEASURES TO OBSERVE 
DURING MAINTENANCE

WARNING Maintenance operations can only be performed by author-
ised technicians.

 precautions against residual risks mechanical risks

WARNING The cooling circuit contains pressurised refrigerant gas:

— all operations must be performed by skilled personnel who have the legally re-
quired authorisations or qualifications.

— The cooling circuit contains under pressure refrigerant gas: any operation must 
be performed by competent personnel in possession of the authorisations and 
qualifications required by current laws

IT IS FORBIDDEN TO LOAD: the cooling circuit with a refrigerant other 
than the one indicated. Using a different refrigerant gas could seriously 
damage the unit.

— Before opening a machine panel, ascertain whether it is or not firmly connected 
to it by hinges;

— In case a piece is disassembled, make sure it is correctly reassembled before 
restarting the unit;

— Louvers of the heat exchangers, edges of the components and panels, screws 
can generate cuts;

— Do not remove the protections from mobile elements while the unit is running

— Make sure that the protections of mobile elements are correctly in place before 
restarting the unit;

— It is not permitted to walk on the machine or to place other items on it;
— Fans, motors and belt drives may be in motion, always wait for them to stop and 

take appropriate precautions to prevent their activation before accessing them;
— If the unit has components such as integrated inverters, disconnect the power 

supply and wait at least 15 minutes before accessing it for maintenance opera-
tions: the internal components remain energised for this period, generating the 
risk of electrocution;

— Isolate the unit from the mains by means of the external isolator provided for 
the insertion of padlocks (up to 3) for blocking in "open" position;

— Place a sign reading "Do not turn on - maintenance in progress" on the open 
isolator;

— Equip yourself with the appropriate personal protective equipment (helmet, 
insulated gloves, protective goggles, accident-prevention shoes, etc.);

— Equip yourself with tools in good condition and make sure to have fully under-
stood the instructions before using them;

— For outdoor units, do not perform interventions in dangerous weather condi-
tions such as rain, snow, fog, etc.

— Never keep the cooling circuit open, because the oil absorbs humidity and de-
grades;

— Always use appropriate equipment (extractor, antistatic bracelet, etc.) when 
replacing electronic boards;

— If replacing a motor, compressor, evaporator, condensing coils or any oth-
er heavy element, make sure that the lifting devices are compatible with the 
weight to be handled;

— In air units with independent compressor compartment, do not access the fan 
compartment without having first disconnected the machine through the iso-
lator on the board and having placed a sign reading "Do not turn on - mainte-
nance in progress";

— Contact the company if changes must be made to the refrigerant, hydraulic or 
electric diagram of the unit, as well as its control logic.

 Prevention of chemical / fire / environmental risks

WARNING Any intervention on the machine must be performed with 
"NO SMOKING";

WARNING Never disperse the fluid contained in the cooling circuit in 
the environment;

WARNING The water circuit may contain harmful substances. Prevent 
the contents coming into contact with skin, eyes and clothing. Use 
the prescribed personal protective equipment;

If there is a need to perform a braze-welding, so with the use of special torch with 
naked flame, the same flame must only be activated if in the absence of freon gas in 
the environment and on the cooling circuit pipes. Inside piping must be "washed" 
and contain nitrogen type inert gas. The presence of flame and freon gas decom-
poses the same, forming lethal and carcinogenic compounds.
Hot works require the availability of a Carbon Dioxide (CO2) fire extinguisher. DO 
NOT USE WATER, leachates could be hazardous for the discharges; if using water, 
provide a containment tank.

 Prevention against residual risks due to pressure or high/low temperature

WARNING The unit contains under pressure gas: no operation must be 
performed on under pressure equipment except during maintenance that 
must be carried out by competent and authorised personnel.

WARNING Perform brazing or welding only on empty pipes and clear 
of any lubricating oil residues; do not near flames or other heat sourc-
es to the pipes containing under pressure fluids;

WARNING Do not work with naked flames near the unit;

WARNING Do not bend or hit pipes containing under pressure fluids;
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WARNING The unit is equipped with overpressure release devices 
(safety valve): if these devices intervene, the refrigerant gas is released at 
high temperature and speed;

WARNING The machine and the pipes have very hot or very cold sur-
faces that lead to risk of burns by contact;

WARNING Do not use your hands to control any refrigerant leaks;

WARNING Before removing elements along the under pressure hy-
dronic circuits, shut-off the pipe section involved and gradually drain 
the fluid until its pressure and that of the atmosphere are balanced.

 Prevention against residual electrical risks

• Before opening the electrical panel, disconnect the unit from the mains 
by means of the external isolator;

• If the unit has power factor correction condensers, wait the time indica-
ted on the machine plate from when the power supply was disconnected 
from the unit before accessing inside the electrical panel;

• If the unit has components such as integrated inverters, disconnect the 
power supply and wait at least 15 minutes before accessing it for main-
tenance operations: the internal components remain energised for this 
period, generating the risk of electrocution;

• If the supply cord is damaged, it must be replaced by the manufacturer or 
its service agent or a similarly qualified person in order to avoid a hazard.

 ROUTINE AND EXTRAORDINARY MAINTENANCE

The machine must be turned off and electrically disconnected during its 
maintenance (with possible replacement of components).
In particular:
— Place a sign reading "Do not turn on – maintenance in progress" on the open 

isolator;
— Equip yourself with the appropriate personal protective equipment;
— The cooling circuit components must be replaced after draining the refrigerant 

gas contained in the circuit;
— Always and only use original spare parts which can be purchased from author-

ised resellers;
— It is not permitted to change the refrigerant, hydraulic or electric layout of the 

unit, or its control logic unless expressly authorised by Aermec;
— The machine must be loaded with the type and quantity of refrigerant indicated 

on the identification label.
The compressor input and output pressure and temperature for determining the 
overheating and undercooling of the machine must be measured as follows:

— With the machine off, access its cooling circuit;
— Connect the necessary instruments, pressure gauges connected with suitable 

extensions to the pressure sockets on the compressor inputs and outputs, ther-
mometers connected to thermocouple probes that are fastened to the pipes at 
the compressor inputs and outputs. Do not use metratasts, as they require the 
operator to approach the machine's cooling circuit;

— Turn on the machine and acquire the measurements, remaining at a distance 
and in a position not exposed to the pressurised parts of the cooling circuit;

— As soon as the measurements have been completed, turn off them machine, 
remove the instruments and close the cooling circuit compartment.

— In the case of machines that do not have a cooling circuit compartment closed 
with a metal structure, the high-low pressure pressure switch must be tested 
with the operator in front of the machine panel where the control panel is lo-
cated, remaining at a distance and not exposed to the pressurised parts of the 
cooling circuit.

 Replacement of the compressor

 Inspection and control

The leak inspection and control operations on the machine must be performed 
when the machine is off and not electrically powered.

 Cleaning the machine

The machine cleaning activities must be performed when the machine is off and 
not electrically powered.

 DECOMMISSIONING AND DISPOSING OF THE MACHINE 
COMPONENTS

WARNING The unit contains fluorinated greenhouse gases that are 
regulated by the Kyoto protocol. The law prohibits its disposal in the 
environment and requires it to be collected and delivered to the re-
seller or a collection centre.

When the components are removed for replacement or when the entire unit reach-
es the end of its service life, it must be removed from the installation, in order to 
minimise the environmental impact, observing the following requirements for dis-
posal:
— The refrigerant gas must be fully collected by specialised personnel with the 

necessary qualifications in specific containers and be delivered to collection 
centres;

— The lubrication oil contained in the compressors and in the cooling circuit must 
be collected and delivered to collection centres;

— The structure, electrical and electronic equipment and components must be 
divided according to their product category and material of construction and 
delivered to collection centres;

— If the water circuit contains mixtures with anti-freeze, the content must be col-
lected and delivered to collection centres;

— Observe the national laws in force.
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21   LIST OF THE RECOMMENDED PERIODIC INTERVENTIONS

 GENERAL INTERVENTIONS

DESCRIPTION FREQUENCY
Note 3 Mths 6 Mths 12 Mths

GENERAL INTERVENTIONS
Refrigerant leak control (this operation must be performed with the frequency suggested by current European regulations) •
Unit supply voltage control •
Compressor supply voltage control •
Fan supply voltage control •
Solenoid valve control •
Pressure switch operation and calibration control, if applicable •
Pressure/temperature probe control and reading •
Control and replacement, if necessary, of the filter driers •
Compressor contactor control •
Fan contactor control, if applicable •
Heat exchanger electric heater control •
Heat exchanger coil cleaning (preferably from the inside towards the outside) (1)
Check for the presence of rust or signs of corrosion in the components, paying particular attention to pressurised containers. In that case, replace them or use specific products • •
General unit cleaning •
Vent the hydraulic circuit and the heat exchangers, the coexistence of air and water reduces performance and can promote the formation of rust •  

(1) To clean the coils, refer to the dedicated chapter.

 INTERVENTIONS ON THE CIRCUIT

DESCRIPTION FREQUENCY
Note 3 Mths 6 Mths 12 Mths

INTERVENTIONS ON THE COOLING CIRCUIT OPERATING WITH FULL LOAD
Measurement of the overheating temperature •
Measurement of the undercooling temperature •
Measurement of the exhaust gas temperature •
Measurement of fan input •
Measurement of compressor input •

COMPRESSOR CONTROLS
Oil level control •
Oil acidity control •
Control of proper operation of the carter heater •
Control of the oil level sensor, if present •

HYDRAULIC CIRCUIT CONTROLS
Measurement of pump input •
Check the rotor seal of the pump(s) •
Control of flexible joints •
Control of the seal of the tube core exchanger heads •
Control of the proper operation and calibration of the flow switch, if present •
Control of the proper operation of the differential pressure switch, if present •
Control the concentration of the glycol solution, if applicable (1) •
Cleaning the water filter •  

(1) If the glycol must be changed, refer to the documentation provided by the supplier.

 WARNING The frequency of the operations described here is only approximate, they can vary based on how the unit is used and the type of system where 
it is installed. If the unit is installed in aggressive environments, we recommend reducing the intervention times. 
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